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1. SLUDGE STORAGE TANK AND DECANTING PROCESS VENTS ARE CONNECTED TO THE
HYDROCARBON VENT SYSTEM, DRAWING NUMBER PF-604.

2. COMBUSTABLES ANALYZER MONITORS FOR ACCIDENTAL HIGH VAPOR CONCENTRATIONS.
OPERATOR CAN ADJUST DAMPERS AND OPEN ATMOSPHERIC INLET TO DILUTE VAPORS FROM
FUGITIVE SOURCE.

3. VENTILATION SYSTEM WLL BE DIRECTED TO CARBON SYSTEM.

WHEN INCINERATION TEMPERATURE DROPS BELOW 1400F FOR 10 MINUTES
OR WHEN THE COMBUSTION AIR FANS ARE OfF.
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